VENTBOSS 2.0 BELOW IS SHOWN WITH LID OPEN
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- WHEN USING WITH A CONTROLLER YOU WILL NEED
TO DISCONNECT THE LARGE RED AND BLACK WIRES
FROM 24VAC AND COM ON THE SWITCH BOARD AND
WIRE NUT THEM SEPARATELY LIKE SHOWN. O O
— THE CONTROLLERS TRANSFORMER WILL PROVIDE THE B
24VAC AND COM SIGNALS TO THE SWITCH BOARD. >
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| SIGNALS FROM CONTROLLER

|24VvDC TO MOTOR 2|

120VAC FROM
BREAKER

l24VvDC TO MOTOR 1|




