BARTLETT SIDEKICK MOTOR FUSE BOX

—-24VDC MOTORS ONLY

-THIS BOX IS SET UP FOR 24VDC 1A MOTOR PROTECTION

- LED WILL ILLUMINATE GREEN WHEN OPENING AND RED WHEN
CLOSING ON EACH MOTOR CIRCUIT. IF THAT MOTOR CIRCUITS LED
DOES NOT COME ON THEN CHECK FOR BLOWN FUSE OR NO

POWER.
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